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PIECE 3/8' STEEL FLOOR 
PLATE COVER AND METER 
READING LID 

CURB 8 G U T T E R 7  

BOX 8 RISER 
TO STD. 307 

JONES J- 1963-W OR FEET, BADGER MOD. 25 0 
APPROVED EQUAL. 

FLANGE ADAPTER 

C900 PVC 
. - - - -  

IRE SPRINKLER 
ONTRACTOR TO 
ONNECT TO 

RESILIENT SEAT GATE VALVE WITH E TECTOR CHECK 
rhODlFlEO WEDGE REFER TO STD. 

- 
OPT I ONAL ' 

VAULT SIZE'S 

NOTES 

GATE VALVES SHALL BE OPERATED BY CITY WATER DEFARTMENT 
PERSCNNEL ONLY. 


